Commercial and Industrial Projects

Doctor’s Office:

· Health complaint from workers, mold suspected

· Mold testing negative, VOCs test positive

· Solution: Carbon/HEPA filters at x-ray machine and near complainants

Hospital – Basement offices and records area

· Mold suspected, discovered by workers

· Mold testing positive, approximately 13,000 sq. ft. affected

· Solution: mold remediation completed by professionals

College – Unoccupied wing of building

· Mold suspected from odors 

· Area was once used for research where chemicals were present

· VOCs testing negative; mold testing positive

· Solution: mold remediation recommended

Building Products – Semi trailer

· Odor in semi trailer, man hospitalized when overcome

· VOCs testing positive, evidence of spill

· Solution: Trailer sealed and returned to previous user 

Business Office attached to plant

· Office occupants health complaints

· Mold testing negative, CO2 high, VOCs marginal 

· Solution: Balance HVAC system to bring in adequate fresh air

Manufacturing plant

· Mold odor in plant

· Mold testing negative

· Solution: suspected parts washer problem; client discontinued project

Manufacturing plant

· Mold odor in plant

· Mold testing negative, VOCs testing positive, bacterial testing positive

· Solution: parts washers source of VOCs & bacteria; bacterial control required

Medical Center – Business Office

· Health complaints from workers

· Mold testing positive, VOCs testing negative

· Solution: mold remediation by professionals
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